The purpose of the paper is to investigate the challenges in modeling the energy losses of heating networks and to analyse the factors that influence them. The verification of the simulation was conducted on a test stand in-situ and based on the measurements of the testing station, a database for the final version of the numerical model was developed and a series of simulations were performed. Examples of the calculated results are shown in the graphs. The paper presents an innovative method of identify the energy losses of underground heating network pipelines and quantify the temperature distribution around them, in transient working conditions. The presented method makes use of numerical models and measured data of actual objects.
The dimensions of the pipelines used were six meters wide, eight meters high and one meter in depth, while they were simulated under conditions of zero heat flow in the ground, in the perpendicular to the sides direction of the calculated area and considering the effects of ground's thermal conductivity. The mesh was developed using advanced functions, which resulted its high quality with the average orthogonal quality of 0.99 (close to 1.00) and Skewness of 0.05 (between 0.00 and 0.25). To achieve better accuracy of the simulation model, the initial conditions were determined based on the numerical results of a three-dimensional analysis of heat losses, in steady state conditions in a single moment. The validation process confirmed the high quality of the model, as the differences between the ground temperatures were approximately 0.1 °C. 
INTRODUCTION

District heating and district heating networks characteristics
The heating network of Poland provides centralised district heating to more than 300 cities and 15 million residents [1, 2] . Figure 1 shows the percentage use of district heating systems for the heating needs supplement in selected countries. According to the figure, the production and distribution of heat in centralised heating systems cover 95%, 60% and 52% of the needs in Iceland, Denmark and Poland, respectively [1] .
In Poland, the vast majority of district heating systems use coal as an energy source, despite the fact that the process of its combustion generates air pollution; however, it should be mentioned that such systems confer the possibility of exhaust gases purification. In addition, gases and dusts emitted to the atmosphere have adverse effects on living organisms. Furthermore, the surface of the suspended particulates can adsorb organic compounds of different chemical classes forming a complex mixture of unknown biological properties [3] [4] [5] [6] [7] [8] [9] . Even so, for many years to come coal will be one of the basic energy sources for the production of electricity and heat.
The network transmission and distribution of heat loss is one of the key factors in the optimal design of district heating systems, which includes various pipe configurations, like flexible pre-insulated twin pipes with symmetrical or asymmetrical insulation, double pipes, triple pipes and a 2D-modeling analysis of pipes in computer software with the use of the finite element method (FEM) [10] [11] [12] .
One of the means to improve the energy efficiency of district heating is to reduce the heat losses at the transmission (distribution), which will lead to a more sustainable and efficient designs of district heating networks [13] [14] [15] [16] [17] . For district heating application the following types of construction may be distinguished [18, 19] :
 overhead -located above the ground on poles or any other supporting structures,  aboveground -arranged on the foundations, directly on the ground surface,  underground -located in the ground and arranged in the tunnels or district heating channels, and placed directly in the ground (such as pre-insulated pipe technologies).
Currently, the most common configuration of placing pipelines is their direct placement in the ground. In contrast, aboveground systems are implemented only in exceptional cases, when underground systems show lack of technical feasibility or their operating cost is considered to be unaffordable.
Heat losses in district heating networks
The main factor influencing the energy losses of heating networks is network leakages, which cause the water to diverge from its channel and to transfer the heat from the interior of pipelines to the environment.
Heat losses occurring as a result of network water losses refer to both network and heat distribution units, as well as internal central heating systems supplied directly from the network. The main cause of network water loss can be "microdamages" in the pipelines; leakages of the heat sources, the heat distribution units or the main pipelines, as well as leakages of working fluid caused by a breakdown removal or planned repairs [20] .
Based on the presented data of figure 3 , the average rate of heat losses lies within the range of 7.6% to 27.8%. On the basis of references and conducted analysis, it was found that [21] :
 Due to simplified assumptions concerning the input data, the theoretical calculations may not reflect the real heat losses occurring in the operated district heating systems.  Due to the lack of clear opinion concerning the temperature of the piping surrounding used in the calculations of the heat loss, the problem of reference temperature of the ground should be solved.  The thermal conductivity of the soil, surrounding the pre-insulated piping, may have a significant impact on the results of the heat loss calculation; for this reason, the calculations should take into account the correct thermal conductivity around the pipe buried in the ground. This is particularly important in the case of modeling the dynamic working conditions of the district heating network.  The steady state analysis does not reflect the actual working conditions of district heating network; it represents only the state, which occurs under certain conditions.  The described analytical methods determine the heat losses, do not provide accurate results in the case of the transient heat transfer [21] ; to compensate any discrepancies between the theoretical and the actual heat losses, the application of numerical computational methods and the use of actual data should be examined.  The accuracy of numerical methods varies and depends on the method of calculations and the boundary and initial conditions of the model.
Based on previous studies, it was found that the fulfillment of the main objective of the work described in the paper requires the implementation of the following tasks:
 Design, construction and commission of the research measuring stand in the real district heating system.  Development of a numerical model, taking into account the measurement data, for analysing the heat transfer in pre-insulated district heating pipelines buried in the ground.  Identification and justification of the proposed boundary and initial conditions for the numerical model.  Verification of the numerical model based on experimental studies. Figure 4 shows the schematic diagram of the measuring station, located in the lecture building of Wroclaw University of Technology, which consists of the following elements:
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 The measuring and collection system for the ground temperature,  The measuring and collection system for the outdoor air temperature,  The measuring and collection system for the volumetric humidity of the soil around the pipeline,  The measuring system in the heat transfer station (for the district heating water temperature and flow).
The district heating of the building includes two pre-insulated pipes with nominal diameter of DN 40, which consists of a steel carrier pipe, thermal insulated with rigid polyurethane foam (PUR) and an outer pipe jacket of high density polyethylene (PE-HD). The dimensions of each component of the pipes are given in Table 1 . The distance between the pipes' outer coats equals to 19 cm.
The temperature measurement in the ground takes into account only the ground area that surrounds the pipelines. The sensors have been installed in the soil, which can be characterized as a uniform environment along the whole district heating network. The temperature measurement around the pipes was carried out by the temperature sensors IT-CF1 with the transduction element (thermo resistor) Pt100, connected to four channels of the Smart Reader Plus 10 recorder. Three Pt100 sensors were used for measuring the temperature in the ground, while the fourth sensor was used to measure the outdoor air temperature. The outside air temperature sensor was located approximately 15 cm above the ground surface in the same vertical plane, where in the ground temperature sensors were located. Measurements were taken every 10 minutes, saved in the internal Smart Reader Plus 10 memory logger and later on they were imported to the computer.
For the recording of the volumetric soil moisture around the pre-insulated district heating pipelines, six ECHO 5-TM probes, and two EM-50 data recorders were used, along with the Echo2 Utility PC software of Decagon Devices Inc. for configuring the data. The measurements of the volumetric soil moisture were programmed with an interval of 10 minutes. After reaching the measurement time, the registration system calculated the average of the readings performed every 60 seconds.
The heat transfer station, located in the Kamstrup Multical Building, was implemented with a 601-type heat meter, equipped with a pair of Pt 500 temperature sensors and an Ultra flow 65-S/R flow sensor. The registration system used for the data recording had two carriers, one on the hard disk of the microcomputer and one on the SD memory card. For reading and recording the data, the software "Rejestrator LC" was used.
The heating operation monitoring system has been used for recording and archiving the following data:
 The district heating network supply water temperature (T s )  The district heating network return water temperature (T r )  Network water volume flow ( ) Data were collected and recorded continuously with a time step of 10 minutes.
The three-dimensional numerical model
CFD modelling of pre-insulated pipes in the ground is a multistage process requiring a number of operations. Numerical modeling was performed using ANSYS 14.5 [22, 23] package, with the FLUENT computational software (solver).
Elaboration of the numerical model in ANSYS/Fluent environment required to complete the following steps [21] :
 Elaboration of computational geometry, including the definition of proper dimensions and boundary conditions.  Constructing a numerical mesh (discretization of the geometric area) using advanced options (Fixed, Mapped, Sizing) for the mesh construction. The mesh quality has been checked using two parameters Orthogonal Quality and Skewness.  Preparation and characterisation of all calculation domains by defining the thermal and physical properties of all materials used in the model.  Introduction of additional user defined algorithms in ANSYS/ developed in C++ programing environment and afterwards connected to the FLUENT solver.  Elaboration of input database using some of the data obtained from the test stand.  Selection of boundary and initial conditions: the ground temperature or thermodynamic behavior on the edges and fluid temperature and velocity in the pipelines.  Implementation of numerical calculations with an appropriate time step and correct number of iterations.  Elaboration of computational simulation results.  Verification of the results obtained from the numerical model.
RESULTS AND DISCUSSION
Network transmission and distribution heat loss estimation is a key factor in the design optemisation process of district heating systems. The reported work addresses this by the development of a 3D computer model that will precisely predict such losses from the district heating network's pre-insulated pipes. The developed methodology enables the selection of the impact area's temperature of pipelines and takes into account the temperature field variations of the ground that surrounds the pipelines.
The main purpose of this paper is to show the process and the results of developing a three-dimentional model, which simulates the heat losses of a district heating network with pre-insulated pipes burried in the ground. Therefore, the results section is divided into three parts concerning the development of the model, the simulation results and the model validation.
Model development
Geometry area sizing analysis
The selection of the appropriate pipes' cross sectional area is one of the main factors that influence the profile of temperature distribution of the ground around the district heating network. The difficulty related to the geometrical dimensions of the pipes' area, is also related to the choice of the proper boundary conditions on the lateral surfaces (edges) of their area. Two stages analysis facilitates procedure of geometry size selection.
The first stage of the analysis refers to the selection of appropriate boundary conditions and matching geometrical dimensions; areas of different widths are analysed assuming boundary condition of first kind. The rate of network supply and return water temperatures was set as follow: T s /T r = 130/70°C. The temperature distribution around the pre-insulated district heating pipes have been calculated for an exemplary diameter of DN 40 and constant values of soil temperature at the lateral edges (t gr = 10°C). Figure 5 presents the graphical results of numerical calculations for exemplary geometric area of four meters high and two meters wide. Based on the results, it can be concluded that the fixed temperature at the side edges of the area interferes with the temperature distribution in the ground. However, these surfaces do not show such temperature distribution in real conditions, due to the fact that the ground temperature changes with the increase of depth, and stabilises after a certain point [24, 25] . Moreover, constant temperature at the side edges of the area with too narrow geometrical area contributes to fluctuations of the temperature distribution in the soil.
With the proposed approach, proper temperature distribution profiles are obtained as long as one of the initial boundary conditions of the numerical model considers the temperature distribution of the ground and the width of the pipes is big enough. However, the implementation of large geometry dimensions (100 or 200 m) may cause difficulties in the discretization stage of the geometrical area and in the generation of high quality mesh, resulting increase of the simulation time. This problem can be solved by changing the boundary condition from first to second kind. One of the assumptions of the new approach is zero heat flow in the ground in the direction perpendicular to the sides of the calculation area. Thus, the significant reduction of the distance of lateral surfaces of the geometrical area from the pipelines is possible.
Based on the simulations, the geometry dimensions of the computational model have been estimated using the second approach to the boundary conditions. Initially, three different values were adopted for the geometrical width (2, 5 and 10 m) for the given boundary condition of the second kind on the lateral edges of the geometrical area. Depth of eight meters of the ground has been assumed in all cases. This approach allowed the assumption of constant temperature for the bottom edge of computing area (t gr = 8 °C) [19, 26, 27] . The input data was assumed as exemplary values of the external temperature (t o = -15.7 °C) and network temperatures (T s /T r = 125.2/66.4 °C), which have been registered on the test stand during heating season. Figure 6 presents the results of the temperature distribution analysis of the ground around the district heating networks.
On figures 8, 9 and 10, it can be seen that in the models of 5 and 10 meters the isothermal lines have similar distribution. Models with two meters width may be too narrow. The calculation results presented in Figure 6 are only the graphical representation of the performed simulations. For this reason, the charts are additionally supplemented with vertical temperature profiles situated in different distances in relation to the district heating network (the distribution of profiles is presented on the diagram in Figure 7 ).
The discrepancies in the results of the temperature distribution are particularly evident in the geometric model with the two meters width rather than the models of five and ten meters wide. Between the models of five and ten meters wide, the differences are considerably small. The mean percentage error for models of five and ten meters wide is approximately 1.5%, while for models of two and ten meters wide is about 21%. In order to reduce the impact of errors on the results, and maintain small geometric dimensions, the specifications of the five meters model have been increased by 1 meter.
The obtained temperature profiles were compared and the results of this comparison are shown in Figures 8 and 10 . The temperature distribution of the six meters wide model perfectly coincides with the distribution of the ten meters model. On this basis, ultimately it has been assumed that the width of the area will be equal to 6 meters.
Based on the previous analysis, the numerical calculations will be carried out in the model of six meters width, eight meters high and one meter depth.
Discretization
The development of computational mesh is a crucial task before define the boundary conditions and start the calculation process. The stage of discretization is of great importance and the success of the whole computational procedure depends on it. In ANSYS 14.5 PC application, it is possible to generate the mesh automatically or developing it independently based on available advanced auxiliary options offered by the program.
Due to the low quality of the mesh generated by the program, it has been decided to use the advanced options for the mesh construction.  "Tetra" -tetrahedral, in the form of pyramid with a triangle base.  "Hexa" -hexahedral, in the form of a prism with quadrilateral base.  "Pyramid"/"Penta" -in the form of pyramid with quadrilateral base.  "Prism"/"Wedge" -in the form of a prism with triangle base (so called Prism).
In discretization the most often chosen element is the simplest one with four nodes ("Tetra"), however it is not recommended [29] . "Tetra" elements are not adaptable, and using them for discrete models can increase the level of errors [29] . The best results can be obtained by subdividing the space into six-sided blocks, with hexahedral cells ("Hexa"). Each mesh needs a quality check, because it can affect the accuracy and stability of the subsequent numerical calculations. The mesh can be considered as correct when the calculated results do not depend on it. The calculation mesh has been selected based on performed convergence test. Six different numerical meshes with various size and number of computational cells were analysed. Finally, the mesh with the minimum effect on the calculated results was selected, which consists of 2,847,777 nodes and 2,770,800 computational "Hexa" type cells, as shown in Figure 11 .
Fixed option, allows the user to define his own values of the mesh parameters and this method was firstly used. Therefore, the following parameters of the mesh have been assumed: In default program settings the Pave function, which enables the transition to optional shapes and sizes of single computational cells, is turned on. Therefore, in areas relevant to heat transfer, the Mapped function was applied, since it arranges the regular layers around the pipe based on the forces applied. Without this option, the program would not be capable of generating condense mesh in the steel carrier pipe and in the outer jacket of the pre-insulated pipe. The Mapped function has been assigned to all cylindrical walls and caused the pipe walls division into at least three regular layers ( Figure 12 ).
Using Sizing function, the mesh was condensed in the domains related to the pre-insulated pipes and fine in the surrounding areas. In the computational domain of ground, the mesh is finer but without exceeding the maximum defined computational cell size ( Figure 13 ). The mesh developed in such way is distinctive only in the planes of x-axis and y-axis. To draw the mesh from these planes along the z-axis plane, the Sweep function has been applied. In the numerical calculations, the three-dimensional model has been used since the boundary conditions can be defined is such way that the network water temperature data calculates the actual velocity.
Therefore, in the final stage of mesh construction, boundary layers were added in the places of fluid solid body interface.
The advanced methods of the mesh generation enable the quality verification process. The parameters of the discretization assessment are the Orthogonal Quality and the Skewness. The Orthogonal Quality indicates the mesh quality and its values are between 0.3 and 1, with the upper limit indicating higher mesh quality [27] . The Skewness refers to the deviations of the cells' shape from the perfect one and indicates high mesh quality when its value is between 0 and 0.25. If the parameter falls between 0.25 and 0.5 the quality is still good, while Skewness value above 0.75 indicates low level of mesh quality [22] . The Skewness indicator should never exceed 0.9. Table 2 summaries the formerly described parameters used for quality assessment. The mesh that used for further calculations is of high quality.
Computational Domains
The computational domains of the model are defined as follow ( Figure 14) :
In the numerical model the defined computational domains are the thermal conductivity coefficient, the specific heat and the density of the solid or fluid. Based on the literature [27,30-34], the complete data have been obtained and summarised in Table 3. 
Computation algorithm "Variable Lambda"
The FLUENT program environment enables the creation of user functions called UDFs (User-Defined-Functions). This allows the user to make use of its own algorithms, developed for a specific application. UDF is an independent function defined by the user, which is not built into the computer program or programming environment. This function has been created in C++ programing environment and afterwards connected to the FLUENT solver. It was used in the calculations in order to introduce the time-variation thermal conductivity of the soil around the pre-insulated pipes. Figure 15 shows the changes of the soil volumetric humidity around the pre-insulated pipes during the measurements between 07 April 2012 and 02 May 2012. The profile of the soil volumetric moisture changes of the ground consists of the average values from the six measurement probes localised in the test stand, as shown in Figure 16 .
The average values of the ground volumetric moisture around the pre-insulated pipes were in the range of 14.9 -17.8%. Based on measurements, the approximation function describing the dependence of the ground thermal conductivity and ground volumetric moisture was in the range of 10 % to 20 % (Figure 17 ).
Based on the measurements of ground volumetric moisture and the approximation function, the average values of ground thermal conductivity around the pipes were calculated (Figure 18 ). These values were introduced using the "Variable Lambda" software, written in C++ programing language, and assigned to the "sand backfill" computational domain.
Development of input database
The heat losses in district heating network connections were determined based on the assumptions made, regarding the boundary conditions of the model (Section 3.1.6) and the parameters measured in the test stand, based on which the input database was built. The database contains the following parameters: Figuer 19 represents the measured network water temperature and the outside air temperature on the test stand within the time period assumed for the analysis. Figure 20 shows the circulating water velocity in district heating network connection, which has been calculated based on measurements registered by measuring system.
Boundary and initial conditions in the numerical model
Proper development of boundary and initial conditions is essential for the proper operation of the numerical model. Figure  21 represents the scheme, based on which the various types of boundary conditions of the computational model were characterised.
According to the literature research [27, 28] , and on the outcomes of the simulation calculations at eight meters depth, the ground temperature is constant during the whole year in Poland and is equal to 8 °C. Therefore, the first boundary condition refers to the bottom plane of the model (4 -3 -7 -8) and indicates that the temperature is constant on this surface (t 4-3-7-8 = 8°C). There is no reason for substantial incensement of the depth of ground in the model, because below 20 meters the ground temperature increases with the depth due to the thermal impact of earth's core [35] .
Another boundary condition is set on the sides, front and rear planes of the calculation area (1 -2 -3 -4), (5 -6 -7 -8), (1 -3 -7 -5), (2 -4 -8 -6), respectively. In CFD models based on numerical fluid mechanics, this type of condition is called symmetry surfaces. These surfaces are characterised by zero momentum, mass and energy transfer towards orthogonal direction.
On the upper surface of the ground (1 -2 -5 -6), a heat transfer between the outdoor air and the ground occurs. Because of that, a third boundary condition is implemented, which cause the dependency of the provision of the heat transfer coefficient on the type of heat transfer which is occurring on the surface of the given body, the type of fluid, the velocity and direction of fluid flow in relation to the surface of the body. Literature describes various approaches of the heat transfer coefficient adoption in this case. Convection heat transfer coefficient can be calculated using so-called Jürgers calculation formulas, depending on the wind velocity at the surface of the ground v w [34] . The computational model requires also the introduction of boundary conditions on the inlets (9) and outlets (10) of two carrier pipes. The "inlet" boundary condition requires defining the values of velocity and temperature. The temperature profiles for inlets of network water were introduced based on the constructed input database. A developed velocity profile of installation water on the supply and return pipeline has been assumed.
For the "outlet" boundary condition, constant static pressure and zero gradients of all dependent variables for perpendicular direction to this border has been assumed in accordance to the guidelines for the adaptation of the boundary conditions for CFD codes users [28] .
Initial conditions are substantial in time transient analysis and refer to the distribution parameters at the beginning of the process. The initial conditions for three-dimensional numerical model, which are used for heat loss calculations under dynamic operation conditions of district heating network, has been determined based on the results obtained from threedimensional simulation model of the heat loss for steady state conditions in a single moment (time step 1). The results obtained from the calculations of the model represent the steady-state conditions based on which the initial conditions of three-dimensional model were defined. Based on the analysis performed below, it was found that the developed initialization procedure of the numerical model calculations beneficially affect the time needed to achieve the convergence of the model. In order to illustrate the consequences of the adoption of the default initial conditions, an exemplary analysis has been performed. Figure 22 presents the exemplary results of unitary heat loss calculations obtained on the basis of the numerical model by adopting two types of initial conditions -default and user developed procedure of numerical model calculation initialization.
Based on the results presented in Figure 22 , it has been shown that there is a necessity for adjusting the initial conditions to the nature and the parameters of the numerical model (e.g. temperature). Well defined initial conditions enable to achieve correct results even in the first steps of the simulation. This reduces the time required for the calculations and on the errors occurring due to the results from the first period of simulation. Leaving the standard (default) initial conditions of the model results with large discrepancies in the first stage of the simulation requires performance of the additional analysis to eliminate the incorrect series of the results. Therefore, it is recommended to determine the initial conditions independently as calculation results of the first time step, before switching to the transient calculations.
Numerical calculations and simulation results
The method selected for heat loss modeling was RANS (Reynolds Averaged Navier-Stokes Equations), based on statistically averaged equations of motion. Turbulence models using Reynold's concept of the averaged Navier-Stokes equations, offer the possibility of finding the approximate numerical solution of turbulent flow and relatively good modeling results [39] . The results of numerical calculations presented in this paper have been obtained on the basis of half empirical SST (Shear Stress Transport) turbulence model for RANS methods. SST turbulence model is a hybrid model which combines the advantages of the k-ε and k-ω models. The k-ω model is used when the calculations refer to the boundary layers near the wall.
The results of the heat loss calculations based on the numerical model are presented in Figure 23 and Figure 24 . These results were compared with the results of the analytical procedure analysis from ISO 13941 (assuming a constant ground temperature surrounding the pipelines). The results of the numerical model are more accurate, since the outcome of the modeling depends on the situation of the previous time step, which definitely corresponds to the actual operating conditions of the district heating system. This is particularly evident in the case of the transitional period, where the dynamics of the changes of the temperature and the network water velocity is large (the start and end of building heating).
Verification of the numerical model
The ground temperature changes in time as simulation results have been compared with the temperature values measured during research (Figure 23 and 24) . Figure 25 indicates the points where the temperature sensors were installed.
The first sensor have been located approximately 1 cm under the outer jacket of the supply pipeline, the second one along with the pipeline axis between supply and return pipe, while the third one approximately 1cm under the outer jacket of the return pipeline.
In Figures 26 to 28 , the average prediction uncertainty ME (Mean Error), which indicates how much the actual values differ from the estimated values, based on the simulation model, have also been shown. The discrepancy between the simulation and measured values is approximately 0.1 °C (at the maximum error equals to 1.1 °C). On this basis, it is safe to conclude that the developed numerical model reflects very accurately the nature and the dynamics of temperature changes in the ground. The consistent trend of temperature profiles confirms the accuracy of the proposed computational method.
CONCLUSION
An innovative method for heat loss calculation in pre-insulated district heating network pipes buried in the ground based on a numerical model and measured data has been developed. This method can be used for the simultaneously monitoring of heat losses and as a tool to determine the instantaneous temperature distribution in the ground around the district heating networks.
The geometry characteristics have great influence on the outcomes of temperature distribution calculations. The choice of first kind boundary conditions is not convenient, due to the fact that the temperature distribution calculations around the district heating networks have been conducted based on the applied forces of the geometry resulting discontinuities in the mesh construction. Assuming that the second kind boundary condition are zero, the heat flow in the ground in the perpendicular to the sides direction of the calculation area allows to reduce the width of the pipes from hundreds of meters to six meters. Thus, the appropriate pipe dimensions for the simulation are 6 m wide, 8 meters high and 1 m depth.
It has been shown that considering the temperature of the ground as constant provides only rough estimations of the heat losses of the pre-insulated district heating networks and does not reflect the dynamic operation conditions of the district heating system. The mesh generated automatically by the ANSYS 14.5 PC application had low quality. The development of proper mesh demanded use of advanced functions. Fixed option has been used to ensure the proper cell dimensions, the Mapped function was implemented to arrange the regular layers around the pipe and the Sizing function to make the mesh more condense in the domain of the pre-insulated pipes. After checking the quality of mesh, the average orthogonal quality was equal to 0.99 (close to 1.00) and the Skewness was 0.05 (between 0.00 and 0.25), indicating that way that the mesh is of high quality.
The model was simulated based on UDFs, in order to secure that the change of the thermal conductivity of the ground was taken under consideration. This consideration is of great importance because of the thermal conductivity of the ground surrounding the pipelines varies due to the volumetric moisture content and if it is not taken into account the accuracy of the heat loses calculations is affected.
It has been shown that there is a necessity for adjusting the initial conditions to the nature and the parameters of the numerical model. A numerical model, of which the initial conditions are well defined, is capable to achieve very accurate results even in the first intervals of the simulation. Therefore, prior to the three-dimensional numerical model for simulating heat losses under dynamic operation conditions of district heating network (transient simulation), a steady-state simulation has been carried out, in order to determine the initial conditions for the simulation. The problem of referencing the initial and boundary conditions in the numerical model for heat losses calculation from district heating network pipelines has been analysed and solved. Properly referenced boundary conditions reduce the computational cross sectional area and simplify the generating calculations of numerical mesh. Properly defined initial conditions enhance the quality of the simulation results and enable them to achieve faster convergence.
The results of the numerical model are more accurate than those calculated on the ISO 13941, since the outcome of the modeling depends on the calculations conducted on the previous time step, which corresponds to the actual operating conditions of the district heating system. The model has been validated by comparing the calculated and measured ground temperatures. The differences were approximately 0.1 °C, while they did not exceed the value of 1.1 °C, which proves the high accuracy of the proposed model.
The methodology takes into account the soil moisture content which can be applied for temperatures prevailing in heating range up to 130 °C. For higher temperatures the model need further validation to be applicable. 
